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PIEZIMES:

1) Ventkamera svaiga gaisa ienems$anas vadi tiek izoléti ar Paroc siltumizolaciju LAM b=100mm ar folijas
segkartu, gaisa izmé8anas vadi izoléti ar LAM b=50mm.

2) Paredzét kondensata novadi$anu no AHU iekartas glikola rekuperatora un kondicionieru iek$€&jiem
blokiem.

3 Aukstumapgades caurulvadu izolacija - ,Armaflex AC” porgumijas izolacija ar PVC aizsargkartu b=13mm.
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